— OCKABLE ENCLOSURE.
SBBC—SIZE-SS AND INSULATED
COVER — POLAR BEARIER

T—FEBCO 825 YA OR APPROVED

10" ROUND

STANDARD PLAN

LA-01

VALVE BOX
FLUSH WITH EQUIVALENT WITH UNIONS
FINISH GRADE. 6"CONCRETE PAD. SLOPE TO
SNUG CAP DRAIN ™ spF 1A—02 FOR
AE—2SC i MAINLINE
T [ [T CONFIGURATION

2" PVC PIPE— T [T Sl = CONTINUATION.
CEMALE I E CONTINUATION TO
AOAPTER l(ll\l(;:hl/_lgl[l)\lEATION VALVE g;
MUELLER & FLOW METER, AND =t
THREAD TOP QUICK COUPLER
STOP AND ) ‘ -
WASTE. - 8 THRUST BLOCK. SEE FIGURE 7- N

il THRUST BLOCK INSTALLATION :
WATER SUPPLY. LOCATED IN APPENDIX A: -
LINE TO METER. SANDY CITY STANDARD DETAILS <
MIN 8" LONG.

BRICK (1 OF 1)
2 CUBIC FEET OF 1.5” GRAVEL

2”7 OR LESS MAINLINE CONNECTION

REVISIONS

LA-01
SCALE: NOT TO SCALE
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